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oL MID—16 MODULE TYPE | MXL 03-64C oLD MID-16 MODULE TYPE | MXL 03-64C
ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS
1C49 | SD'S-RMS 122,124,126 & 128 | TB1, No. 1 | MID 16, 1-55 1-201-1 1F49 | WATERFLOW, SPRINKLERS-B554 TB1, No. 1 | MID 16, 2-55 1-201-17
1C50  |FCB'S (4)1st FIR & (2) 2nd FIR-HD'S| TB1, No. 2 | MID 16, 1-55 1-201-2 1F50  [FCB (1) — WEST SDE - BIDG 55A | TBY, No. 2 | MID 16, 2-55 1-201-18
1C51 | S0, RoOM 139 TB1, No. 3 | MID 16, 1-55 1-201-3 1F51 | SMOKE DETECTORS (ALL ROOMS) BSS{ TB1, No. 3 | MID 16, 255 1-201-19
1C52 | WATER FLOW-SPRINKLERS 1st FLOOR | TB1, No. 4 | MID 16, 1-55 1-201-4 1F52 | WATER FLOW-SPRINKLERS BLDG 60 | TBY, No. 4 | MID 16, 2-55 1-201-20
1c53 | TB1, No. 5 | MID 16, 1-55 1-201-5 1F53 | FCB & HEAT DETECTORS - BLDG 60 | TB1, No. 5 | MID 16, 2-55 1-201-21
154 TBY, No. 6 | MID 16, 1-55 1-201-6 1F54 | NOT USED (FUTURE) TB2, No. 6 | MID 16, 2-55 1-201-22
155 TB1, No. 7 | MID 16, 1-55 1-201-7 1F55 | WATER FLOW-SPRNKLERS-BIDG 63 | TB1, No. 7 | MID 16, 2-55 1-201-23
\ TB1, No. 8 | MID 16, 1-55 1-201-8 1F56 | NOT USED (FUTURE) TB1, No. 8 | MID 16, 2-55 1-201-24
A3 Thoa TB2, No. 1 | MID 16, 1-55 1-201-9 1F57 | NOT USED (FUTURE) TB2, No. 1 | MID 16, 255 1-201-25
1C58 | FACP SMOKE DETECTOR | TB2, No. 2 | MID 16, 1-55 1-201-10 1F58 | RISER VALVE SUP. BLDG 63 | TB2, No. 2 | MID 16, 2-55 1-201-26
1C59 | NOT USED (FUTURE) TB2, No. 3 | MID 16, 1-55 1-201-11 1F59 | RISER VALVE SUP.— BLDG 60 | TB2, No. 3 | MID 16, 2-55 1-201-27
160 | DT R Ok (8) FOR AC [ 1B, No. 4 [ MID 16, 1-55 1-201-12 1F60 | NOT USED (FUTURE) TB2, No. 4 | MID 16, 2-55 | 1-201-28
1c61 g TRINKLERS | 782, No. 5 | MID 16, 1-55 1-201-13 1F61 | NOT USED (FUTURE) 82, No. 5 | MD 16, 2-55 1-201-29
1062 L H COVER | 182, No. 6 | MID 16, 1-55 1-201-14 1F62  |(2) SMOKE DETECTORS BANK 513| TB2, No. 6 | MID 16, 2-55 1-201-30
1063 | B. 55 SYSTEM 3 PANEL | TB2, No. 7 | MID 16, 1-55 1-201-15 1F63  [FCB BANK 513 UNT SUBSTATION TB2, No. 7 | MID 16, 2-55 1-201-31
1C64 | NOT USED (FUTURE) TB2, No. 8 | MID 16, 1-55 1-201-16 MOI-7 RIBBON UNPLUGGED | TB2, No. 8 | MID 16, 2-55 1-201-32
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